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Abstract:



Energy consumption in the form of fuel or electricity is ubiquitous globally. Among energy types, electricity is crucial to human life in terms of cooking, warming and cooling of shelters, powering of electronic devices as well as commercial and industrial operations. Users of electronic devices sometimes consume fluctuating amounts of electricity generated from smart-grid infrastructure owned by the government or private investors. However, frequent imbalance is noticed between the demand and supply of electricity, hence effective planning is required to facilitate its distribution among consumers. Such effective planning is stimulated by the need to predict future consumption within a short period. Although several interesting classical techniques have been used for such predictions, they still require improvement for the purpose of reducing significant predictive errors when used for short-term load forecasting. This research develops a near-zero cooperative probabilistic scenario analysis and decision tree (PSA-DT) model to address the lacuna of enormous predictive error faced by the state-of-the-art models. The PSA-DT is based on a probabilistic technique in view of the uncertain nature of electricity consumption, complemented by a DT to reinforce the collaboration of the two techniques. Based on detailed experimental analytics on residential, commercial and industrial data loads, the PSA-DT model outperforms the state-of-the-art models in terms of accuracy to a near-zero error rate. This implies that its deployment for electricity demand planning will be of great benefit to various smart-grid operators and homes.
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1. Introduction


Predicting electricity demand is crucial, since it plays a significant role in the administration, decision-making and demand planning of utility power supply operations [1]. Effectiveness and accuracy in terms of extremely reduced forecasting error of a predictive model cannot be overemphasised, as load forecasting guides power grid operations and power station construction planning. Forecasting is also important for the sustainable development of the electric power industry [2]. Short-term load forecasting (STLF), the generic abbreviation for a model that can predict future load consumption with a lead time of up to a few hours or a few days, has been undergoing constant improvement in the last few decades [3]. Inaccurate load forecasting for effective demand planning remains a difficult and critical challenge [4]. This problem invariably increases the operating costs of electricity suppliers [5]. Thus, there is need for improved STLF in terms of potential error reduction, which could improve the reliability and efficiency of power generation [6]. Figure 1 is an example of the percentage differences between the actual load and forecast load consumption, used by different classes of consumers from different locations in Australia. The Negative (−ve) bars and points shown above the x-axis in Figure 1a–c mean the load forecasting values were low compared to the actual consumption after calculating their differences. In addition, the positive (+ve) bars and points shown below the x-axis in Figure 1a–c depict the forecasting values were high in relation to the actual electricity consumption after their computation differences.


Figure 1. (a,b) Electricity load consumption differences among different classes of users in various locations (adapted from [7]); and (c) Demand and forecast differences of an aggregated load consumption (Adapted from [8]).
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In addition to the forecasting problem relating to disparity between electricity demand and forecast, Figure 1c reveals the extensive differences between the actual and the forecast load. The positive section in the trend chart depicts that the utility has over-predicted the future load and the negative section indicates that the utility has under-predicted the future load consumption.



Classical models have been used but have proven inefficient in short-term load forecasting in a smart grid (SG) [9]. In statistical modelling techniques, regression and time-series models were a huge success, and, more recently, computationally intelligent techniques such as artificial neural networks (ANNs), support vector machines (SVMs), self-organisation maps (SOMs), and fuzzy logic have contributed immensely to STLF implementation. These models are excellent and have been applied in electricity prediction; however, because of uncertainty in the nature of electricity consumption, they still require improvement with regard to accuracy when used for short-term load forecasting [3]. However, cooperative short-term load techniques, which involve collaboration of more than one model, have proven to be more efficient and accurate [10]. In this regard, cooperative models can drastically reduce the large forecasting errors inherent in the classical techniques [1].



Research Question and Outline


This paper considers the development of a near-zero error cooperative model, integrating probabilistic scenario analysis and a decision tree (PSA-DT) technique, and poses the question “How can an efficient cooperative model be developed for STLF of electric energy loads in smart grids for smart homes?” The model uses a probabilistic method to obtain the initial predictive load consumption with a high level of confidence. Prior to making the final accurate decision for productive planning, a DT model is integrated with the probabilistic model. The major contributions of this paper are as follows:

	
Development of a cooperative PSA-DT model, integrating the concept of probabilistic scenario analysis and decision tree techniques for short-term load forecasting and sustainable economic planning of electricity demand in an SG.



	
Detailed experimental evaluations of the PSA-DT and its benchmarking with many state-of-the-art models, using publicly available data from [11,12] in terms of near-zero forecasting errors in the predictive paradigms for smart homes.








To the best of the knowledge of the authors, this research produces a low predictive error rate compared to other classical models described in Section 2.2. Notably, the remaining parts of this paper are arranged in the following order: Section 2 provides a detailed introduction to an SG, framework and data collection process within the grid. In the same section, a review of the existing state-of-the-art model will be discussed. In Section 3, the suggested PSA-DT model is presented, with a detailed explanation, in conjunction with evaluation techniques. In addition, the underlying mathematical analysis in the model will be discussed. Section 4 discusses the various experiments and evaluation of the model, and concluding remarks are shared in Section 5.





2. Preliminaries


2.1. Smart-Grid Metering


Information and communication technology (ICT) is one of the essential components of technology-driven industries in today’s economy and its uses in renewable energy are no exception. ICT has been integrated into renewable energy, especially the power grid, in order to make such grids more intelligent, and this development is popularly referred to as SG. SG is one of the most critical components in a classical power grid containing several smart objects such as smart meters, smart devices, sensors, actuators and communication infrastructure for seamless communication among the SG components. SGs can be referred to as intelligent power grids (IPG). An IPG forms its chain from the energy generation point through power transmitting infrastructure and distribution networks to smart homes (final electricity consumer), such as houses, factories, public lighting, smart appliances and electric vehicle charging infrastructure, as shown in Figure 2, which captures the SG conceptual model. In addition, making such a power grid an intelligent one requires some level of ICT involvement such as hardware, software and firmware aimed at ensuring proper control and remote monitoring of the grid and maintaining a real-time balance between electricity generation and consumption. Moreover, electricity consumers drive the production from the power grid, and it is necessary to have foreknowledge of its future demand owing to population expansion.


Figure 2. Smart-grid conceptual model (Adapted from [12]).
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Forecasting the future consumption of electricity within an SG is an essential aspect of power system planning and operation of SG systems. In every utility, load forecasting forms the key yardstick for pricing the required load generation for consumers. Electricity load forecasting, being the focus, can be a short-term, middle-term or long-term load. These differences depend solely on the requisite forecasting period, i.e., short-term forecasting focuses on one-hour to one-week future prediction, the medium term corresponds to one-week to one-year future prediction, while long-term forecasting focuses on more than a year in advance [6]. The focus of this research is short-term load forecasting and the data being used for the future prediction are hourly and 15-min interval data obtained from components of an SG, being the result of electricity consumption at different times of the year. Different residential properties, commercial offices and industrial sectors form the consumer section of an SG, as shown in Figure 2. Furthermore, various sensors, such as temperature and pressure sensors and other data collection devices, are installed on customers’ premises to aid data collection before transmitting it to a central repository for further analysis. It is noteworthy that in a twenty-first century electrical power grid infrastructure, the aims are to improve efficiency, security and reliability via intelligent control, power converters, ICT (hardware and software), sensing and metering and effective energy management techniques based on electricity demand optimization and network availability.



Prior to any prediction of the future load, it is essential to visualise the trends of the historical electricity load consumption, as shown in Figure 3, Figure 4 and Figure 5. The various figures depict the load consumption over time. This trend helps to see the various patterns of consumption within the residential, commercial and industrial sectors from the collected data.


Figure 3. Hourly load trends for residential consumers.



[image: Sustainability 09 01972 g003]





Figure 4. Hourly load trends for commercial consumers.
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Figure 5. Fifteen-minute load trends for industrial consumers.
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From the virtualisations in Figure 4 and Figure 5, one can see different patterns of electricity consumption from the classes of data. The figures show diverging low, medium and high load consumptions for residential, commercial and industrial users. The consumption disparity depicts how loads are consumed by different groups at different times, and this helps most utilities determine load behaviour on a class-by-class consumer basis.




2.2. Forecasting Modelling Techniques for Energy Load


STLF within an SG can be effectively addressed from two major approaches, using either artificial intelligence (AI) techniques or statistical methods. Some of the reviews given in [13] for electric load forecasting range from time-series to regression-based methods, being statistically based techniques. Artificial intelligence methods, ranging from ANN, fuzzy inference techniques and SVMs, to particle swamp optimisation and genetic algorithms, are mostly used for optimization. Table 1 shows a brief comparison of some of the most widely used STLF techniques in terms of their strength, drawbacks and possible predictive error obtained from the literature.



Table 1. Comparison of Load Forecasting Methods.







	
Energy Load Forecasting Techniques

	
Specific Model Used

	
Strength

	
Weakness

	
Error Rate with Respect to the Data Used






	
Regression [19,20]

	
Linear Regression and Multiple Linear Regression

	
Very useful in non-real time forecasting. Functional relationship between previous, forecast load and other factors such as weather, time of the day.

	
Not accurate for real time load and unable to handle nonlinear load consumption. Adding parameters make it unstable.

	
4.665%

21.87%




	
Time-series Analysis [20,21,22]

	
Auto Regressive Moving Average, Auto Regressive Integrated Moving Average, Deterministic decomposition.

	
They possess abilities to accommodate seasonal component effects.

	
They suffer numerical instability

	
1.48–1.99%




	
Artificial Neural Network [23,24]

	
Multilayer Perceptrons, Back Propagation Algorithm, Steepest descent Error Back Propagation.

	
Ability to handle nonlinear relationships in load consumption by adjusting its weight during the training process.

	
Large amounts of data are needed to train the model and complexity in the training of such data.

	
2.9%

6.609%




	
Fuzzy Inference System [19,25]

	
Defuzzification Method using Centre of Area, Middle of Maxima, Last of Maxima and Centre of gravity

	
Faster and more accurate in performance including simplicity in rule formation.

	
Selection of membership function to form its rule is based on trial and error.

	
2.58%, 5.831% and 1.794%, 9.53%




	
Support Vector Machine [15,26]

	
Support Vector Regression using Incremental Learning Algorithm Support Vector Regression

	
It enhances higher feature space dimensionality by using ε-insensitive loss for linear regression computation and reduction in model complexity.

	
Choosing of suitable kernel and difficulties in its interpretation are major concerns

	
4.2306%

1.57–4.28%

1.95–3.48










2.2.1. Regression-Based Method


This model is a widely used statistical technique for electric load forecasting [14]. It is used for modelling the relationship between load consumption and other factors such as weather and day type, and it tends to measure the extent of the relationship between the dependent and independent variables [15]. It has been most relevant in offline (non-real time) forecasting, since it is generally unstable for online forecasting because it requires many external variables that are difficult to introduce into an online algorithm [14].




2.2.2. Time Series Analysis Method


This involves time series plots and extrapolating such patterns using a set of previously collected data to predict the future load [15]. The approach has gained popularity in online forecasting by making it possible to accommodate some weather information [16] and this has improved the accuracy level and ease of online implementation. Non-availability of weather parameters limits the efficiency of this technique and causes some weaknesses in the predictive abilities using this technique [15].




2.2.3. Exponential Smoothing Method


The success of this method can be traced to both online and offline forecasting. Its simplicity and cost make it an appealing forecasting tool [16]. However, it has poor long-range accuracy with regard to weather information. Therefore, this technique cannot account for weather-related load changes.




2.2.4. Expert System Approach


Being a rule-based technique resulting from the improvement in the AI domain, the expert system approach has a retractable reasoning instinct with adjustable cognitive abilities with new information [15]. It uses an “if-then” rule base for its inference; therefore, such rules require constant updates for effective performance.




2.2.5. Artificial Neural Network-Based Techniques


This is an unsupervised machine-learning method that involves inter-connection of numerous neurons, which can be used to accurately learn the characteristics of non-linear relationships of input and output pairs of data. This is one of the major merits of the model compared to other statistical approaches [17]. In addition, Hahn et al. [18] found that several neural networks performed best with a small mean percentage error between 2.35% and 2.65%, and lesser spreading of the errors. However, neural networks require significant training to understand the model [17].




2.2.6. Support Vector Machine (SVM)


A SVM is very powerful, especially for solving classification and regression issues [15]. SVM is used for non-linear mapping of datasets into prominent dimensional features via kernel functions, a class of pattern analysis algorithm that performs better than the statistical techniques. Chen et al. [19] discovered that support vector regression avoids under-fitting and over-fitting as well as regularisation. However, choosing of a suitable kernel during the analytical phases and difficulties in its interpretation are major concerns in this technique [15].



Despite the classical methods in Table 1, there have been good testimonies about cooperative methods compared to classical methods in terms of performance [10,27].





2.3. Theoretical Techniques


2.3.1. Probabilistic Scenario Analysis (PSA)


PSA, being the use of a probabilistic model over various scenarios, foresees and evaluates various possible occurrences of an event in the future [28,29]. It is mostly used in the financial world to make extensive projections into the future. Considering the technique and its vast usage in management for future forecasting, several researchers have come up with diverse processes in performing good scenario analysis [30], which can easily be combined with the probability model [31] to generate a sampled expected outcome based on randomly generated events [32]. In summary, the scenario process depicted below in Figure 6 will aid any activity considering scenario analysis as a method of future prediction. In conjunction with the probabilistic theory, the expected mean, deviation from mean and the degree of confidence of accepting the mean are essential statistical tools meant to be used for each scenario. Because of the continuous nature of electricity consumption, the expected mean will be computed as a random variable X between two load points shown in Equation (1), where [image: ] is a probability density function between two loads, a and b.


Figure 6. Scenario analysis processes.
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In the proposed technique, especially during simulation processes, the cumulative probability f(x) of the load is being computed as a non-decreasing function with probability values between 0 and 1. In this regard, the expected mean in Equation (1) generated during this random process will have a certain level of confidence, which falls between the confidence interval for the entire load samples usually known as the t-interval, as shown in Equation (2).


[image: ]



(1)






[image: ]



(2)




where E(X) [image: ], [image: ] and [image: ] × [image: ].




2.3.2. Decision Tree (DT)


A DT uses a tree-like pattern to present various possibilities for its decision route and the result of each route in order to decide effectively on the path to take, depending on whether it is a classification or regression problem. Concepts such as entropy and information gain must be predetermined for an effective split in the classification problem, while standard deviation from the mean forms the major criterion for a split in the regression problem.



Entropy: This is a measure of disorderliness or impurities in the sample space. In every sample space, there are data that might not contribute to the decision made by the DT model; the model tries to make its decision by ensuring that the decision boundaries are void of impurities as much as possible. Entropy computation has been formalised by Shannon [32,33]. Let us assume a random variable X with values xi and probability [image: ] has it entropy in Equation (3).


[image: ]



(3)







In addition, information gain, which is meant to be maximized in the decision processes, has the lowest value as zero (0) and the highest value as one (1). In some other texts, this is called gain ratio, which draws many of relationships from the entropy. It is mostly defined by the difference between the initial and the final entropy, as shown in Equation (4).


[image: ]



(4)







In general, let us define the training samples [image: ] containing a time series load data [image: ] where [image: ] is a value of the ith attribute of the sample x and y. The information gain for the ith attribute in terms of [image: ] entropy is given in Equation (5).


[image: ]



(5)







Standard deviation (SD), otherwise called standard error (SE), describes the expected variations in the mean of a population and it can be written mathematically as presented in Equation (6).


[image: ]



(6)







A DT can be built using Greedy top-down construction, which is the most widely used technique in tree growing [34]. It is structured in a top-down pattern considering all the data and then builds up various subsets of the tree, which is being managed in a recursive manner. Having constructed the tree, one has to deal with the problem of finding the right tree size, which can be managed via pruning [34].



Briefly, in Section 4, during the PSA-DT model evaluation, we use the DT regression function in scikit-learn that implemented these concepts, and we also improved the learning algorithm by making such a prediction more generalised and sensitive to new datasets through bias-variance trade-off.






3. Development of Cooperative PSA-DT Model for Short-Term Load Forecasting


This section mainly focuses on the development of a cooperative model for short-term load forecasting in an SG environment. It uses the predictive result for effective future demand and operational planning. In this model, load consumption from various classes of consumers, such as residential, commercial and industrial was, considered, and the collected historical load data from different classes of consumers were cleaned and formatted for effective integration. The PSA-DT cooperatively functions as an interaction between scenario analysis with probabilistic focus and a DT model as shown in Figure 7. Probabilistic results of each scenario analysis form a list structure. In addition, the lists generated have some confidence value to show that the contents of the list have a high degree of confidence belief. This list is then passed to the DT to generate predictive value with low mean absolute error (MAE).


Figure 7. PSA-DT (probabilistic scenario analysis and decision tree) framework.
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Considering some of the components in Figure 7, these were divided into the historical data repository, grid operational planning systems and the PSA-DT framework. The historical data were generated from various power sensors installed within the SG to record the different categories of users’ electricity consumption. Users such as residential, commercial and industrial producers generate a time-based load consumption, filtered via the knowledge-based system and stored in a repository for future predictions and research. The grid operational system comprises the control systems and the various operational components such as smart meters and several planning tools, among which is the STLF model for effective load planning. The PSA-DT framework details the process of using both Monte Carlo PSA and a DT for a near-zero short-term load predictive solution, as shown in Figure 7.



3.1. Confidence Interval and Degrees of Freedom


This is usually in range and defined as the probability value within which the value of a parameter falls. It is an indicator of how stable an estimate (E(X)) is and it measures how close the measurements are to the initial estimate in some repeated experiments. With the mean ([image: ] and standard deviation ([image: ], the estimate at 90%, 95% or 99% confidence level can be computed before such an estimate of a high confidence degree and with uniform probability of occurrence can be fed into the DT for final prediction of future load consumption.


[image: ]



(7)




Degree of Freedom: The degree of freedom (DF) is the number of independent items of information used for calculating an estimate. Usually, DF is one less than the sample size.


DF = Sample Size (N) − 1



(8)








3.2. PSA-DT: Monte Carlo Probabilistic SA Modelling


Because of uncertainty about future load consumption, the PSA model was based on Monte Carlo method. It involves the use of probabilistic simulation techniques to compute the future sampled demand of load consumption. This process uses both probability and scenario analysis. In the scenario section shown in Figure 8, PSA was built around the cleaned and formatted historical load [image: ]. The load was split into four major parts, namely very low (VL), low (L), high (H) and very high (VH), forming each scenario case. At every point in time, any load consumption (Lo) can be a member of any of the subsets of the entire load-set. For each subset, we then find the probability of each scenario to generate its expected value for each subset. The expected mean of each scenario was also obtained through various random experiments using Monte Carlo simulations. For each event generated in the random experiment, the mean was calculated repeatedly to generate another future mean during the subsequent random experiment. In the final set of mean loads, the confidence interval of mean, shown numerically in Section 3.6, is calculated and stored in conjunction with the mean in the array structure for further analysis with the DT model, as also shown in Figure 8.


Figure 8. PSA-DT model flow.



[image: Sustainability 09 01972 g008]







3.3. PSA-DT: Decision Tree Modelling


Using the DT model for final prediction of the short-term load requires the expected mean in the list generated from the Monte Carlo experiment to be divided into training and test data. In each of the features in the training set, a set average and the standard error for each of the training feature were calculated; a target variable within the training set with least standard error was selected to enhance the split point of the training set into two sets, namely S1 and S2. These operations were then carried out recursively until the leaf nodes were reached. In addition, the lowest error used in determining the split point shows how close the predicted value can effectively fit the test value with a near-zero error value. The prediction and the MAE for the load consumption were finally computed. Based on the DT section in the framework shown in Figure 8, the operations described above were broken down for quick view and comprehension for similar approaches, using the decision rule in Figure 9.


Figure 9. A Typical DT structure.
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Definition: 

Consider a DT structure for the load recognition problem described by the following properties:





XL is the load consumption, Xp is the absolute weather status and Y constitute a set of possible behaviour exhibited by the entities in X, which are {very low load (VLL), moderate load (ML), very high load (VHL)}.



In this case, Figure 9 now shows the model situation where Y depends on X after the average load (AVGL) has been computed.



Considering Figure 9, the tree has a root as XL growing downwards to Xp and several leaf nodes, namely VLL, ML and VHL. This formation was based on the following decision rule:

	
If XL <= AVGL, Y = “VLL”.



	
If XL ∈ Z, where Z > AVGL and Xp = “average weather”, then Y = “ML”.



	
If X1 ∈ Z, where Z > AVGL and Xp = “hash weather”, then Y = ”VHL”.








The VLL, ML and VHL form the predicted load at every decision node such as XL and Xp. As described in Section 2.3.2, these nodes were formed based on the computation of standard errors for each of the sample elements and selecting the least error in conjunction with the corresponding samples.




3.4. PSA-DT Algorithmic and Mathematical Analysis


Figure 10 is the pseudo-code used to develop implementation for the PSA-DT model. Having read all the electricity load data from the stored repository, the number of simulations for the experiment was inserted. An empty list was generated and the load was finally classified into different scenarios as discussed earlier. The random number of sampled mean was also computed in order to produce the expected mean being stored in an array. The resulting list was used to compute the confidence interval, as revealed in the pseudo-code in Figure 10.


Figure 10. PSA-DT Pseudo-code.
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3.5. Scoring and Evaluation Mechanisms


3.5.1. Cross-Validation Scheme


One of the major scoring and evaluation schemes is a cross-validation scheme, popularly known as K-fold cross-validation (K-fold CV). Its primary aim is to improve predictive performance in a statistical model. It is a systematic repetition of the training/testing procedure several times, which aims to lower the associated variance that dominates the single run of training/testing splitting techniques. When this method serves as an improvement mechanism, the entire dataset will be split into k equal sizes known as folds. A combination of k-1 folds will be used to train the model and testing will make use of the remaining one fold, but the fold for testing will be unique at every iteration of the k-fold space. In summary, the major aim of cross-validation is to avoid overfitting.



Implementing the cross-validation task, the following procedure is followed by each of the k-folds:

	
Model training using k-1 of the folds as training data; and



	
Validating the resulting model on the remaining set of data i.e., it is used as test data to compute its accuracy, which is a performance measurement.








The average of the computed value in loop therefore forms measured performance by k-fold cross-validation.




3.5.2. Mean Absolute Error


In addition, MAE is an evaluation metric for predictive modelling performance used to measure the level of closeness of the prediction to the actual outcome. It can be calculated via Equation (9),


[image: ]



(9)




where n is the number of observations, and [image: ] is the absolute errors between the predicted and actual load.





3.6. Numerical Scenario


(i) For Residential Load Consumption



Supposing there is a sample set of very high residential load consumption from an SG, [image: ] which is equal to {3.8809, 3.7225, 3.6137, 3.4286, 3.3893, 3.5024, 3.8319, 3.74693021, 3.74657042, 3.74643688} in Kw/h. Based on the randomly generated estimated load data from Monte Carlo simulations through randomly sampled residential load from the set [image: ], the following list, [image: ] = {3.74747941, 3.74715633, 3.74683391, 3.74706542, 3.74670404, 3.74693522, 3.74679607, 3.74693021, 3.74657042, 3.74643688} was generated as expected load in the simulated experiment with mean ([image: ]) equals 3.7499 and standard deviation ([image: ]) equals 0.1224.



From Equation (7), the 95% confidence level, sometimes called the margin error ([image: ]), can be obtained from the calculation in this section.



Using Equation (2),

	
N = sample size = 10



	
[image: ] = Standard deviation = 0.1224



	
[image: ] = Confidence Level = 95% = 0.95.



  From Equation (8) DF = 10 − 1 = 9



	
[image: ] = Standard Error = [image: ] = 0.0387.








Being a component in Equation (2), [image: ] = Confidence Coefficient = [image: ] (1-confidence level)/2 = (1 − 0.95)/2 = 0.025.



We can then extract the result of [image: ] (0.025) = 2.262 from T distribution section in [33] and also [image: ] = 2.262 × 0.0387 = 0.0875



Therefore, the confidence interval at 95% confidence degree = 3.7499 ± 0.0875:

	
lower limit with 95% confidence interval = 3.7499 − 0.0875 = 3.6624; and



	
upper limit with 95% confidence interval = 3.7499 + 0.0875 = 3.8375.








Despite some low load consumption in [image: ] such as 3.4286 Kw/h and 3.3893 Kw/h, the expected load for future planning at 95% confidence interval still falls within the range of 3.6624 kW/h to 3.8375 kW/h. In this case, the expected mean [image: ] generated from Monte Carlo simulation will be between the calculated confidence interval. Once the statement is valid, the estimated mean has 95% confidence.



Selecting the set of mean load obtained from the Monte Carlo experiment as [image: ] = {3.7403, 3.74, 3.7401, 3.7398, 3.7397, 3.7398, 3.7406, 3.7408, 3.7416, 3.7415}, it is appropriate to note that [image: ] falls within the confidence interval and these results were split into training and test sets for DT processing using K-fold CV described in Section 3.5.1.



	
[image: ] = {3.7416, 3.7398, 3.7403, 3.7401, 3.7406, 3.7415, 3.7397, 3.7398} and the mean of [image: ] = 3.7404



	
[image: ] = {3.7408, 3.74}.






From Equation (6), the SD from the mean for [image: ] is shown in Table 2 for different split sessions.



Table 2. Standard Deviation for Different Splitting Session of the [image: ].







	
[image: ] at Split 1

	
SD at Split 1

	
[image: ] at Split 2

	
SD at Split 2

	
[image: ] at Split 3

	
SD at Split 3






	
3.7416

	
0.0012

	
3.7416

	
0.0012

	
3.7416

	
0.00095




	
3.7398

	
0.0006

	
3.7398

	
0.0006

	
3.7415

	
0.00085




	
3.7403

	
0.0001

	
3.7401

	
0.0003

	
3.7397

	
0.00095




	
3.7401

	
0.0003

	
3.7406

	
0.0002

	
3.7398

	
0.00085




	
3.7406

	
0.0002

	
3.7415

	
0.0011

	

	




	
3.7415

	
0.0011

	
3.7397

	
0.0007

	

	




	
3.7397

	
0.0007

	
3.7398

	
0.0006

	

	




	
3.7398

	
0.0006

	

	

	

	










	
Split 1: The DT was split where the SD is at minimum value, which is at the point where the load value is 3.7403 KW/h. This is S1 while the remaining members in the [image: ] will form set S2 as described in Section 3.3. The S1 becomes the leaf node while S2 will go through recursive process of extracting the member set with minimal SE carried out in Split 2 as shown in Table 2.



	
Split 2: During this split process, the SD of the remaining dataset in Table 2 will be recalculated to obtain the least SD value. The load value 3.7406 Kw/h with SD 0.0002, being the minimum value among others, is selected as the decision node for further splitting. When the split result is more than one, an average of such result was computed for the leaf node e.g., (3.7398 + 3.7401 + 3.7406)/3 = 3.7401 KW/h.



	
Split 3: At this juncture, the corresponding dataset was used to calculate the SD in order to obtain its least SD value. Load values 3.7415 and 3.7398 have the same SD value (0.00085) but the average of the two loads has an approximate value of 3.7407 Kw/h, which will form the decision point to aid the final decision. The final leaf nodes in Figure 11 form the model checked against [image: ] for effective testing of the model. [image: ] is a new dataset that has never been used during the DT training process and this was used against the training model to obtain a MAE that indicates the predictive performance of the model.


Figure 11. Generated DT for residential load.
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Based on the size of [image: ], the same data size was obtained from the DT result in Figure 11 preferably the last unique leaf nodes {3.7407, 3.7401}. Therefore, from Equation (9),


[image: ]











In brief, the result of the predictive error (MAE) is a near-zero value for the few datasets considered in this mathematical analysis and compared with the result of the predictive error produced in experiment 2 shown by Figure 15a(ii), we can see that using the cooperative model PSA-DT produces a near-zero predictive error for residential load consumption.


Figure 15. (a) PSA-DT for residential electricity load consumption in smart homes; (b) PSA-DT for commercial electricity load consumption; and (c) PSA-DT for industrial electricity load consumption.
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(ii) For Commercial Load Consumption at 99% Confidence level



	
[image: ] = {22.7436, 14.901, 14.9245, 14.9408, 15.1012, 22.9898, 38.9705, 43.2523, 42.1958, 34.702} in Kw/h.



	
[image: ] = Standard deviation = 1.0486



	
[image: ] = Standard Error = [image: ] = 0.3316



	
[image: ] = Confidence Coefficient = [image: ](1-confidence level)/2 = (1 − 0.99)/2 = 0.005 using Equation (2)



	
[image: ] (0.005) = 3.250 obtained from T distribution in [35]



	
[image: ] = 3.250 × 0.3316 = 1.0777






Therefore, the confidence interval at 99% confidence degree = 25.6743 ± 1.0777.



	
Lower limit with 95% confidence interval = 25.6743 − 1.0777 = 24.5966



	
Upper limit with 95% confidence interval = 25.6743 + 1.0777 = 26.752






From the set [image: ] with a sample load such as 22.7436, 14.901, ..., the load expectation at 95% confidence interval is between 24.5966 Kw/h and 26.752 Kw/h for the class of load users considered. In this situation, using a Monte Carlo experiment, the expected mean generated and this value fall within the computed confidence interval.



The mean loads obtained from the Monte Carlo experiment as [image: ] = {26.5359, 26.5485, 26.5369, 26.5333, 26.5295, 26.5453, 26.5535, 26.5418, 26.5586, 26.5547} fell within the confidence interval and this result was also split into training and test sets for DT processing using K-fold CV described in Section 3.5.1.



	
[image: ] = {26.5586, 26.5453, 26.5359, 26.5369, 26.5535, 26.5547, 26.5295, 26.5333} and the mean of [image: ] = 26.5435, which can also be used as the initial root node.



	
[image: ] = {26.5418, 26.5485}






From Equation (6), SD from the mean for [image: ] is shown in Table 3 for a different split session.



Table 3. Standard Deviation for Different Splitting Sessions of the [image: ].







	
[image: ] at Split 1

	
SD at Split 1

	
[image: ] at Split 2

	
SD at Split 2

	
[image: ] at Split 3

	
SD at Split 3






	
S1 (initial)

	

	

	

	

	




	
26.5359

	
0.0020

	
26.5359

	
0.0005

	
26.5359

	
0.0005




	
26.5369

	
0.0030

	
26.5369

	
0.0015

	
26.5369

	
0.0005




	
26.5295

	
0.0044

	
26.5333

	
0.0021

	

	




	
26.5333

	
0.0006

	

	

	

	




	
S2 (initial)

	

	

	

	

	




	
26.5586

	
0.0056

	
26.5586

	
0.0030

	
26.5586

	
0.0025




	
26.5453

	
0.0077

	
26.5535

	
0.0021

	
26.5535

	
0.0026




	
26.5535

	
0.0005

	
26.5547

	
0.0009

	

	




	
26.5547

	
0.0017

	

	

	

	










Initially, the average load of 26.5435 Kw/h forms the first root node, as shown in Figure 12. The first decision shows the split result of [image: ] into S1 and S2 based on the validity of the condition that the initial average load is less or greater than the average load of 26.5435.


Figure 12. Generated DT for commercial load.
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S1 (initial) = {26.5359, 26.5369, 26.5295, 26.5333} was formed when [image: ].



	
S2 (initial) = {26.5586, 26.5453, 26.5535, 26.5547} was formed when [image: ]






	
Considering Tree S1 (initial) with [image: ]:



	
Split 1: The split point through S1 was determined by the least SD with value equal to 0.0006 and the corresponding load value is 26.5333 Kw/h, as shown in Table 3. Therefore, another set of S1 and S2 was also formed.



	
S1 = {26.5295} was formed when SD is at its lowest value of 0.0006 and S1 average ≤ 26.5339 Kw/h.



	
S2 = {26.5359, 26.5369, 26.5333} was formed when SD was at its lowest value of 0.0006 and S1 average > 26.5339 Kw/h with new S2 average as 26.5354 Kw/h.



	
Split 2: In this section, the split point is at least SD of 0.0005 with a load value of 26.5359 Kw/h and another set of S1 and S2 was formed.



	
S1 = {26.533} was formed when SD is at its lowest value of 0.0005.



	
S2 = {26.5359, 26.5369} was formed when SD was at its lowest value of 0.0005 with a new decision node of 26.5364 Kw/h, being an average of S2.



	
Split 3: In this last recursive iteration, the average of S2 in Split 2 forms the decision node for the final split with an average of the remaining member set because they both have the same SD value of 0.0005.






	
Considering Tree S2 (initial) with [image: ]:



	
Split 1: The split point through S1 was determined by the least SD with value equal to 0.0005 and the corresponding load value is 26.5535, as shown in Table 3. Therefore, another set of S1 and S2 was formed.



	
S1 = {26.5453} was formed and S2 = {26.5586, 26.5535, 26.5547} was also formed with new S2 average as 26.5556 Kw/h forming the next decision node, as shown in Figure 12.



	
Split 2: In this section, the split point is at least SD of 0.0009 with a load value of 26.5547 Kw/h and another set of S1 and S2 was formed.



	
S1 = {26.5535} was formed, and S2 = {26.5586, 26.5547} was also formed with a new decision node of 26.5566 Kw/h, being an average of S2.



	
Split 3: In this last recursive iteration, the previous set S2 forms the leaf node, as shown in Figure 12.






Based on the size of [image: ], same data size was obtained from the DT result in Figure 12 preferably the last unique leaf nodes {26.5586, 26.5547}. Therefore, from Equation (9),


[image: ]











From the MAE result obtained from the mathematical analysis of a commercial load using cooperative PSA-DT, we can also see the near-zero predictive result. This result also falls within the predictive error shown in Figure 15b(ii).





4. Evaluation of PSA-DT for Short-Term Load Forecasting towards Economic Sustainability


4.1. Experimental Setup for Smart Grids


As described earlier, short-term load forecasting corresponds to predictions ranging from one minute to one week ahead. In this research, data collected include residential, commercial and industrial loads. The residential and commercial loads were from a location in Texas, USA, obtained as secondary data from open energy information [8], and industrial data were collected from Terni Energy in Germany [11]. A brief overview of the data layout, shown in Figure 13, is the snapshot of the various data meant for different classes of electricity consumers. Each electricity consumer serves as an entry point to the PSA-DT model, as shown in Figure 7. These time-series loads were then stored in the data repository after being processed via the knowledge-based system. During electricity forecast planning by the grid owners, historical records stored in this repository were fetched by the model to make its prediction.


Figure 13. Snapshot of load consumption by different classes of consumers: (a) residential data; (b) commercial data; and (c) industrial Data.
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The major raw input data fed into the designed model were the time series load data for different categories of data collected. The predictive problem was approached by systematically following the PSA-DT pseudo-code in Figure 10. During the implementation, several libraries and software in addition to PANDAS for data analysis were used. These are matplotlib for data visualization, sklearn package, a repository of diverse machine learning algorithms where the DT model and other algorithms were obtained for the experiments. In addition, scipy is used for both descriptive and inferential statistics such as mean, variance and standard deviation. Using the random sample experiment, a high confident level estimated mean was generated prior to final decision-making via the use of a DT model. This forms the basis of the model explanation in this article.



In summary, Feinberg and Genethliou [21] advised researchers to investigate several applications of the developed model and also argued that there is no single model or algorithm that is superior for all utility firms. This is due to variation in the consumption pattern of different categories of consumers at different locations. In addition, variation includes the geographical, climatic, economic and social attributes. In selecting the most appropriate algorithm, the utility will require to test it on real data. According to Feinberg [21], there is no system that could predetermine which forecasting technique is most accurate for given load data. Nevertheless, every model needs to be well-trained and tested over the load data.




4.2. Experiment 1: Electric Load Forecasting with Classical Models on Residential Load Consumption


In Figure 14a–c, the residential load consumption in Kw/h shown on the y-axis and the hourly consumption time on the x-axis were used during the various experimental setups. The load was predicted in parallel with the actual load using the forecasting line till the 50th hour, as shown in these sections’ figures. The 51st and 60th hour being the ten step forecasting horizon that depicts the future predictions for each of the classical models based on the residential data in Figure 13a. The aim is to verify the predictive performance in terms of reduced MAE in each model considered. The models exhibited differences in their predictive error, as shown in Figure 14a(ii), Figure 14b(ii), and Figure 14c(ii) for SVM, ANN and Bayesian networks (BN), respectively. Based on the behaviour of the three models, the following reasoning analysis guides the actions of future electricity consumption planners in their decision processes.


Figure 14. (a) SVM (support vector machine) for residential electricity load consumption; (b) ANN (artificial neural network) for residential electricity load consumption; and (c) BN (Bayesian network) for residential electricity load consumption.
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Decision-making: The sampled qualitative analysis between the 51st and 60th hour for this experiment gave a corresponding answer to some of the questions asked.






	
(Question) Q1: What is happening to the predictive behaviour?



	
(Answer) A1: The predictive error in SVM is reduced with peak values ranging between −5.8 kw/h and 3.0 kw/h; BN predictive error is slightly higher than SVM error with a value between −6.8 kw/h and 3.8 kw/h; and predictive error from ANN is relatively higher than the results of the other classical models and ranges from −9 kw/h to 1.8 kw/h.



	
Although the SVM could predict slightly better compared with the other classical models considered in terms of low predictive errors, its predictive performance can still be improved with the PSA-DT model. Although BN could predict up to 6 kw/h for an actual load of 10 kw/h, as shown in Figure 14c(i), the predictive error was still higher than the SVM predictive error. In addition, the ANN forecasting result in Figure 14b(i) could not fit the actual load for different load consumption periods. This irregularity was because large amounts of data were needed to train the ANN model for effective predictions. Therefore, these shortfalls contributed to the high predictive error generated by the ANN model in Figure 14b(ii).






	
Q2: Why is it happening?



	
A2: Inability of the forecasting models to predict the actual electricity load consumption accurately; this proposition can be seen clearly in Figure 14a(i), Figure 14b(i), and Figure 14c(i), meant for SVM, ANN and BN, respectively, where their forecasting lines in blue did not “fit” their corresponding actual load lines in red. Overall, there was an under-estimation.






	
Q3: What can be done about it?



	
A3: The forecasting error can be improved by deploying an effective cooperative model for the predictive analysis.






	
Q4: What will happen next?



	
A4: The SVM model tends to predict well in terms of low predictive error depicted by Figure 14a(ii), with a predictive error value of −5.8 kw/h to 3.0 kw/h when compared with the predictive error result of BN and ANN.






In Figure 14a(i), SVM predicts the future load consumption as between 4 Kw/h and 5 Kw/h even when the actual load at some approximate time such as 12 h, 22 h and 32 rises to 10 Kw/h and sometimes reduces to as low as 1 kw/h. In brief, we can also deduce that the predictive result rises and drops with respect to increases and decreases in actual load consumption, respectively. To address the results of high predictive errors produced by the classical models, the use of an uncertainty model could be of a great assistance for more reliable electricity load predictions and near-zero predictive errors.



However, one might have noticed the fluctuating nature of the predictive error over time; this is due to the unpredictable nature of the load consumption feature, implying that there will be a great need for a probabilistic model such as PSA-DT that can handle the uncertain conditions better.




4.3. Experiment 2: Electric Load Forecasting with PSA-DT on Three Classes of Consumers in Smart Homes


The objective of this test and the results obtained, as shown in Figure 15a–c, is to affirm effectiveness in the predictive ability of PSA-DT in terms of the low predictive error computed using Equation (9) and comparing the PSA-DT predictive error and the classical model error.



	
Decision-making: Sampled qualitative analysis between load consumption Hour 0 to Hour 50 and beyond.






	
Q1: What is happening to the predictive behaviour?



	
A1: The predictive error for the PSA-DT model was reduced to a range of −0.01 to 0.01 for residential load consumption, as shown in Figure 15a(ii); error values ranged from −0.04 to 0.04 for a commercial load user category in Figure 15b(ii) and −1.5 to 0.5 for an industrial load user. The negative predictive error value occurred because under-prediction and over-prediction produce a positive predictive error value. Since this error is extremely small compared to the value generated by the classical model shown in experiment Figure 14a–c(ii), the forecasting result generated by PSA-DT model tends towards higher accuracy than the result obtained from the classical model for all classes of users being considered.






	
Q2: Why is it happening?



	
A2: This predictive error reduction occurred because of the cooperative nature of the PSA-DT model formed by combining the merits of both PSA and the DT model described in Section 3. Because of the uncertain nature of electricity load consumption, we obtained the expected mean load with high confidence value via the Monte Carlo experiment before passing the result into a DT for effective learning and predictions.






	
Q3: What can be done about it?



	
A3: To maintain the efficiency of the cooperative model, data used for such predictions can be obtained with a low time interval, less than an hourly data interval. In addition, the classical models such as ANN and SVM can be improved by acquiring more data for effective learning of the model and for better representation of the future data point in the training data.






	
Q4: What will happen next?



A4: Deploying this predictive model during future load planning within an SG has huge potential to yield an effective forecasting result with high confidence of low predictive error.






This experiment shows the different forecasting abilities and the forecasting error of the cooperative PSA-DT model when used for different classes of user load consumption, such as residential, commercial and industrial.



In this section, the result of Figure 15a(i) depicts how well the forecast load fitted the actual residential load with near-zero error, as shown in Figure 15a(ii). With the near-zero error of value ranging from −0.01 to 0.007, a periodic peak error value was obtained at 10 h, 22 h and 29 h. According to Figure 15a(ii), the predictive error is still lower than the error results of the classical model used for residential load consumption. Moreover, these possibilities occurred as a result of effective PSA-DT model usage with low standard deviation from the mean load in residential electricity load consumption.



This research deduced from Figure 15b(ii) that the result of the cooperative predictive model produces a predictive error close to zero with value ranges from −0.03 to 0.04 and the peak error found at 2 h, 12 h, 20 h, 23 h and 40 h, to mention a few. This reduction aids the model predictive abilities for economic sustainability. Though the standard deviation from the mean load is slightly higher than the corresponding residential load consumption, the predictive error remained within the range value, which is lower than the predictive error of the classical model when used by the same load user category as show in Table 4.



Table 4. (a) Predictive Errors from SG Categories of Users using PSA-DT and SVM; (b) predictive Errors from SG Categories of Users using PSA-DT and BN; and (c) predictive Error Comparison from SG Categories of Users using PSA-DT and ANN.







	
(a)




	
Predictive Model

	
Smart-Grid Data (User Category)

	
Hourly Load Data Size

	
Training Size (%)

	
Test Size (%)

	
Predictive Error (MAE) for PSA-DT

	
Predictive Error (MAE) for SVM




	
PSA-DT and SVM

	
Residential

	
100

	
60

	
40

	
0.0018

	
0.0105




	
80

	
20

	
0.002

	
0.0100




	
200

	
60

	
40

	
0.0028

	
0.007




	
80

	
20

	
0.002

	
0.02




	
500

	
60

	
40

	
0.0032

	
0.0463




	
80

	
20

	
0.0038

	
0.0336




	
Commercial

	
100

	
60

	
40

	
0.0093

	
0.05




	
80

	
20

	
0.0095

	
0.078




	
200

	
60

	
40

	
0.0093

	
0.0544




	
80

	
20

	
0.0093

	
0.0715




	
500

	
60

	
40

	
0.0150

	
0.1059




	
80

	
20

	
0.0129

	
0.08




	
Industrial

	
100

	
60

	
40

	
0.2375

	
1.2713




	
80

	
20

	
0.2345

	
1.9485




	
200

	
60

	
40

	
0.20438

	
1.3151




	
80

	
20

	
0.2185

	
1.6672




	
500

	
60

	
40

	
0.4369

	
1.8399




	
80

	
20

	
0.4252

	
4.062




	
(b)




	
Predictive Model

	
Smart-Grid Data (User Category)

	
Hourly Load Data Size

	
Training Size (%)

	
Test Size (%)

	
Predictive Error (MAE) for PSA-DT

	
Predictive Error (MAE) for BN




	
PSA-DT and BN

	
Residential

	
100

	
60

	
40

	
0.0018

	
0.0028




	
80

	
20

	
0.002

	
0.0045




	
200

	
60

	
40

	
0.0028

	
0.0075




	
80

	
20

	
0.002

	
0.00475




	
500

	
60

	
40

	
0.0032

	
0.0053




	
80

	
20

	
0.0038

	
0.0109




	
Commercial

	
100

	
60

	
40

	
0.00925

	
0.011




	
80

	
20

	
0.0095

	
0.0145




	
200

	
60

	
40

	
0.0093

	
0.0178




	
80

	
20

	
0.0093

	
0.0193




	
500

	
60

	
40

	
0.0150

	
0.0315




	
80

	
20

	
0.0129

	
0.0323




	
Industrial

	
100

	
60

	
40

	
0.2375

	
1.3978




	
80

	
20

	
0.2345

	
1.996




	
200

	
60

	
40

	
0.204375

	
0.653875




	
80

	
20

	
0.2185

	
0.7785




	
500

	
60

	
40

	
0.4369

	
1.1663




	
80

	
20

	
0.4252

	
1.7514




	
(c)




	
Predictive Model

	
Smart-Grid Data (User Category)

	
Hourly Load Data Size

	
Training Size (%)

	
Test Size (%)

	
Predictive Error (MAE) for PSA-DT

	
Predictive Error (MAE) for ANN




	
PSA-DT and ANN

	
Residential

	
100

	
60

	
40

	
0.0018

	
0.0118




	
80

	
20

	
0.002

	
0.013




	
200

	
60

	
40

	
0.0028

	
0.0124




	
80

	
20

	
0.002

	
0.0235




	
500

	
60

	
40

	
0.0032

	
0.0569




	
80

	
20

	
0.0038

	
0.0466




	
Commercial

	
100

	
60

	
40

	
0.00925

	
0.0643




	
80

	
20

	
0.0095

	
0.086




	
200

	
60

	
40

	
0.0093

	
0.0575




	
80

	
20

	
0.0093

	
0.078




	
500

	
60

	
40

	
0.0150

	
0.1283




	
80

	
20

	
0.0129

	
0.0904




	
Industrial

	
100

	
60

	
40

	
0.2375

	
2.3153




	
80

	
20

	
0.2345

	
2.0225




	
200

	
60

	
40

	
0.204375

	
1.558




	
80

	
20

	
0.2185

	
1.6768




	
500

	
60

	
40

	
0.4369

	
2.2818




	
80

	
20

	
0.4252

	
4.0605










In Figure 15c, the predictive error was a little higher between −1.9 and 1.6. This peak value was achieved occasionally in Figure 15c(ii) at 8 h, 21 h, 22 h and 49 h, but it is better than the predictive result produced by other classical models when used for industrial load prediction with the detailed experiment shown in Table 4. However, this was a result of high standard deviation in the historical load for industrial electricity load consumption.



Generally, the predictive result of the experiment (Figure 15a–c) was extrapolated after the 50th load data in order to predict the next few hours between the hours of 51 and 60 for each of the experiments. The corresponding reduced near-zero predictive error in Figure 15a–c(ii) shows how well the cooperative PSA-DT model can predict using interpolated results ranging from 0 to 50th load data value and after the 50th load data value.



From the visualization result, the blue line depicts the forecast load, which almost “maps” the red line that shows the actual load with a near-zero forecasting error in Figure 15a–c(ii). In addition, ranging from the residential load to the industrial load, the analytical plots in experiments 1 and 2 denote that different users’ categories have different load consumption patterns and the cooperative PSA-DT can predict the consumption to a high degree of predictive accuracy with reduced forecasting error, but it is notable that the level of errors also varies among load categories considered owing to variations in their load standard deviation from the mean load.




4.4. Performance Evaluation of Electric Load Forecasting with PSA-DT and Classical Models


Another fascinating observation was the cooperative model fitting the actual load consumption compared to other models at load times up to the 50th hour and till the 60th hour for future prediction, as shown in Figure 16a–c. In the residential load category, one could see in residential load consumption the “overlap” of the red and blue lines depicting the actual and PSA-DT forecasting line in Figure 16a, but, in Figure 16c, the PSA-DT could not fit very well from the hour 20 to hour 22 and hour 44 to hour 46. This was a result of wide deviation of the load from the mean load in industrial load with a value of 395.4969 compared to the residential load consumption having a mean deviation of 2.9295.


Figure 16. (a) Residential electricity load consumption; (b) commercial electricity load consumption; and (c) industrial electricity load consumption.
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This research made differential analyses in terms of forecasting error levels between PSA-DT and the classical models. The experimental result in Table 4a–c shows the various predictive error results of PSA-DT compared with each of the classical models for different hourly load data, training and test sizes. In each table and for each of the SG user categories, the corresponding experiment produced different predictive errors for PSA-DT and each of the classical models. In a more elaborate form, Table 4a–c shows the predictive error comparison between PSA-DT and SVM, PSA-DT and BN and finally, PSA-DT and ANN for different categories of load users with different hourly load data sizes of 100, 200 and 500 in each category. We also considered different percentages of training and test sizes of 60% and 40%, 80% and 20%, as detailed in the tables. Going through each of these variations and performing the corresponding experiment, different predictive error values were obtained, as highlighted in the tables.



Table 4a shows the comparison between PSA-DT and SVM in terms of their predictive errors. The tabular result aids a quick comparison using different variations of datasets with diverse training and test sets for all the classes of electricity user consumption. In each of the experiments and having obtained the MAE, using Equation (9), for both PSA-DT and SVM with different variations in training and test set sizes, the MAE of the PSA-DT is lower than the SVM results in all the experiments shown in Table 4a. These differences explain how PSA-DT outperforms SVM in predicting the future electricity load consumption in smart homes. We can deduce that, for each of the experiments in Table 4a, the predictive error value in PSA-DT is lower than the corresponding result from SVM. In the residential user category, using 100 data size in conjunction with 60% training and 40% test data size, the corresponding predictive error of PSA-DT is 0.0018, while the result of the SVM model is 0.0105. In the commercial load user category, the predictive error value of PSA-DT is 0.0093, SVM is 0.05 and also in the industrial user group, the predictive error of PSA-DT is 0.2375 and that of SVM is 1.2713.



Experimental results in Table 4b show the different variations of the training and test set for various hourly load sizes of 100, 200 and 500 used by each user category. In the tabular analysis, there is still a high level of significant differences between PSA-DT and BN predictive errors. Considering the data size of 200 in the commercial user category with training and test sizes of 80% and 20% respectively, the PSA-DT predictive error was 0.0093, while that of BN was 0.0178. In addition, in the residential category of the same data size, the PSA-DT predictive error was 0.002 while that of BN was 0.00475. This gave the PSA-DT improved performance over BN by generalising the predictive results of PSA-DT performance over BN in each of the experiments.



In Table 4c, PSA-DT predictive abilities were also benchmarked against ANN, as shown by the various experiments. In addition to the numerical justification from Table 4a,b, we can also see clearly the differences in PSA-DT and ANN predictive error values. The predictive error in an industrial hourly load data size of 500 with training and test size of 60% and 40% resulted in 0.4369 and 2.2818 for PSA-DT and ANN respectively. In this regard, the table presented a clear difference in their performance for various observations among different classes of electricity consumers.



It is worth noting that the huge predictive errors in the industrial user category compared to the residential and commercial categories were due to a large statistical variance in the industrial dataset, as shown by sample data in Figure 13c. However, increasing the size of the dataset can result to further decrease in the predictive error.



Therefore, it was observed that the cooperative probabilistic scenario analysis with DT in forecasting future electricity load consumption for smart homes is more accurate, as it produces a near-zero predictive error for all the categories of users considered in this research, as shown in Table 4. The experimental results show that various classes of load, such as residential, commercial and industrial, of diverse data size, behave differently revealing sustainable economic consumption patterns.



Hence, the PSA-DT model could predict the future load more accurately for smart-homes with a low predictive error in relation to the analysed data set and the particular structure of the classical models adopted in BN, SVM and Multilayer Perceptron (MLP), which is a class of feedforward Artificial Neural Network, considered in this research.





5. Concluding Remarks


This research was built on Monte Carlo PSA complemented with a DT model depicted by the model framework in Figure 7. The critical analysis was conducted as shown in experiments 1 and 2 and the tabular results in Table 4 on the cooperative PSA-DT model performance with emphasis on reducing the predictive error that can result in high accuracy for electricity load forecasting in an SG. This will aid effective planning for sustainable economic development, especially when used by SG owners. Such accurate forecasting will minimise wastage by assisting utility managers to know the possible total amount of electricity that will be supplied to various smart homes for future electricity consumption.



The cooperative model for sustainable demand planning in an SG was developed using a probabilistic simulation of the load to obtain a list of cumulative loads via successive random generation. Such loads generate a high level of confidence interval for their expected mean acceptability. Following the model flow in Figure 8, the accepted list was fed into the DT model, trained and fitted; it finally predicted the future load consumption.



Overall, PSA-DT proved more efficient than the state-of-the-art model by producing a near-zero predictive error for the different categories of users considered, as shown in the various experiments in Section 4. This implies that such a probabilistic model will enhance accurate decision-making when planning for future electricity load consumption in an SG.



However, future prediction of short-term loads is affected by various factors. Therefore, consideration should be given to some of the factors, such as weather parameters, number of customers in different categories, the appliances being used in those areas and electric load (in turn reflecting consumers’ personal characteristics, e.g., age, economic and demographic data, as well as appliances sales data and other related factors). Other factors such as days of the week and time of the year should also be considered.



In summary, future research activities might focus on the effect of weather parameters such as temperature, pressure, relative humidity and wind speed, which are critical factors in the load consumption in an SG using the collaborative model. It will be valuable to analyse the effect of each of the weather parameters on the consumer electricity load consumption, and to determine how PSA-DT can be used in the prediction of load consumption for improved decision-making by SG electricity planners for smart homes.
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