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Abstract:

 This article presents a variety of different approaches to both model and assess the performance of daylight-integrated electric lighting control systems. In these systems, the output of a controlled lighting zone is based on a light sensor reading and a calibrated control algorithm. Computer simulations can consider the simulated illuminance data generated from both the electric lighting system and a daylight delivery system whose performance is addressed using typical meteorological year (TMY) weather data. Photosensor signals and the operation of a control system’s dimming algorithms are also included. Methods and metrics for evaluating simulated performance for the purpose of making informed design decisions that lead to the best possible installed system performance are presented.
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1. Introduction

The design of buildings where daylight is utilized to illuminate building interiors is becoming more commonplace today as green building rating systems, energy codes, and standards are promoting or requiring the introduction of more daylight [1,2,3,4,5]. Some now require the installation of automatic photocontrol of electric lighting in daylight zones that are adjacent to windows and under skylighting systems. Research has shown that installed photocontrolled electric lighting systems frequently do not operate in an ideal manner due to product performance limitations, system layout, or poor calibration [6]. Poor performance can lead to dissatisfied occupants, complaints, dismantling of the system, and a loss of energy savings.

This paper discusses how the design and layout of these systems can be aided through detailed computer modeling that accounts for the following real world conditions: local weather, reflections and shadows from the exterior surround, space and daylight aperture geometry and materials, operable shading devices, and the layout and relevant performance features of the electric lighting and lighting control systems. With this wide range of inputs, daylight-integrated lighting control system modeling is a complex problem. At least two software tools are now available that provide packaged modeling capabilities that enable a designer or manufacturer to make informed decisions related to product selection, layout, and overall system design. SPOT [7,8] and DAYSIMps [9,10] are the two major photocontrol system simulation tools that are available for free from their respective websites. Each makes use of the Lawrence Berkeley Laboratory Radiance software developed by Ward [11,12].

This paper summarizes a number of design and analysis features that are included in these tools, or that have been addressed in research papers and are likely to appear in these or similar tools in the future. The topics include the range of inputs that must be addressed, the analysis methods that can be applied, and the different metrics and methods for displaying, assimilating, and assessing the resulting performance data. More widespread application of these resources to the design and analysis of these products and systems should lead to a better understanding of their performance, as well as improvements in their overall effectiveness. These improvements should lead to increased occupant acceptance of these systems and significant reductions in lighting energy consumption in both new construction and retrofit applications.



2. Simulation Methods and Calculations


2.1. Illuminance Calculations

Daylighting calculations that cover time intervals across an entire year are typically performed using a single daylight coefficient or a multi-step matrix approach, applying either three or five calculation phases with bidirectional scattering distribution functions (BSDFs) to quantify light transmission through complex fenestration systems. These approaches permit relatively simple calculations to be performed for each time period following a detailed initial analysis to compute the daylight coefficients or matrices. In both of these methods, the sky is discretized into a large number of patches (from hundreds to thousands of angular regions across the sky hemisphere). The luminance of each sky patch at each time interval is typically determined using Perez skies, which are formulated from the hourly solar and global irradiance data contained within a .tmy or .epw site weather file.


2.1.1. Single-Phase Daylight Coefficients

Single phase daylight coefficients are multiplying factors that relate the luminance of each of these patches to the illuminance at an interior analysis point, or to a photosensor signal. This approach simplifies the analysis of sky conditions across the year to a simple matrix multiplication that considers daylight coefficients and sky luminance values at the provided simulation times across the year. If different shade settings must be considered, a new set of coefficients must be computed for each shade setting. The values at each hour of the year are then compiled based on the shade settings applied at each hour. The reading of a photosensor’s signal can be determined by applying its spatial sensitivity for each of the incoming light rays when computing its set of daylight coefficients.



2.1.2. Multi-Phase Approach

The multi-phase BSDF approach applies a series of matrices that consider the daylight as it passes through different segments along the path from source to analysis point. In a typical implementation, a daylight matrix quantifies the amount of light arriving at different input directions on the exterior of a complex fenestration system based on daylight source location (for the sky patches and sun locations). This matrix accounts for exterior reflections from the ground plane as well as any other exterior surfaces that are included in the model. Next, a BSDF matrix quantifies the redirection of this light as it passes through the complex fenestration system (CFS), which can be comprised of fabric shades, slatted blinds, or a specular louver system, or it might simply consider the transmission of daylight through a clear or translucent window material. For every incoming ray direction to the CFS, there is a set of coefficients that describes the amount of light redirected in each outgoing angle. Finally, a view matrix relates the interior illuminance at a point, or the signal received at a photosensor, to the light that is emitted in various directions from the inside surface of the CFS.



2.1.3. Direct Sunlight Contribution

In either of the above approaches, the contribution from the sun may be integrated into the sky patches or separately determined. In its simplest form, the sun’s contribution is applied to a single patch, but another approach distributes it across three sky patches [13]. For more accurate results, the direct sunlight contribution can be separately calculated after subtracting out the sun’s direct contribution from these patches to the analysis points, leaving the reflected component for the sun to be considered using sky patch coefficients. The direct contribution is then recomputed using appropriately sized and positioned solar disks to provide more accurate modeling of the location of the penetrating solar beam. Since only the direct contribution is recalculated in this approach, this enhanced calculation requires little additional processing time and improves the placement of sunlight patterns within a space. Accurate sunlight patterns are required for the calculation of metrics such as annual sunlight exposure (ASE) and for controlling shades when assessing spatial daylight autonomy (sDA) [14]. These recently developed metrics can be utilized to qualify a building for daylight credits in LEED V4 [5]. With the Radiance programs that are applied in this five-phase approach, the direct sun calculation can even consider the direct sunlight that passes through a series of blind slats by applying a proxy geometry to a BSDF material, where object geometry is considered when computing the direct component [15]. In this setup, the BSDF is still used to determine the interior reflected contribution from direct sunlight that enters a space and for the analysis of both the sky and ground contributions to the building interior.




2.2. Shading Device Operation

In order to properly assess the energy savings achieved with daylight-integrated electric lighting control, the operation of any shading devices at the window apertures must be assessed. Different blind angles and shading device lowering positions can be considered using either available BSDF data or through physical modeling of the blind or shade materials and their geometry.

Shading device activation is generally automated within annual simulation daylight analysis software, with the shade device setting governed by a photosensor signal, solar position, glare calculations, solar gain, or some combination of these. If shades are to be controlled by the occupant, which is common in most buildings, then a statistical algorithm based on typical user behavior can be applied [16]. A statistical approach that attempts to predict how occupants control their shades will likely provide a range of settings across different spaces on a façade, and across similar sky conditions, based on research findings.



2.3. Energy Savings Calculations


2.3.1. A Simplified Approach

In assessing the potential energy savings that can be achieved with an integrated electric lighting control system, a range of different approaches, which consider different user inputs, are available. For example, in the EnergyPlus whole building energy modeling software, daylight-integrated lighting control is assessed by indicating the following: the space lighting power density, the fraction of the lighting system that is controlled, and the location of a reference point and target illuminance that governs the controlled zone’s dimming level [17]. The challenge with this approach involves the proper location of the reference point and the correct specification of its target illuminance level. For best results, the reference point should be located at the critical work plane position which, for most hours of the year, would dictate the desired output from the controlled lighting zone.

When specifying the target illuminance for the reference point, the user must consider the fact that non-controlled electric light might also be present at that task location. For example, if 400 lux is the total illuminance that is to be maintained at all possible work locations within a classroom, proper control may require the controlled lighting zone to be dimmed to minimum output when only 250 lux of daylight is received at the critical point, if 150 lux is produced at this point from an interior lighting zone that is not dimmed.

In a private office, it might be possible to identify the desk location and locate the reference point upon this desk. In a classroom, however, the location of the critical point on the work plane—the point that requires the highest light output setting from the controlled lighting zone—is somewhere across a large area. Its location is based on features of the electric lighting system, including the layout of the controlled zone and the luminaire photometry, as well as the daylight distribution within the space. In the case of a tool such as EnergyPlus, the dimmed lighting zone is typically entered as a fraction of the room area. If the portion of the electric lighting system being dimmed is aligned with the area of the room that receives maximum daylight, it should be possible to estimate where the reference point is likely to be positioned. An algorithm that conducts an analysis to select this point, rather than requiring the user to guess at its location, would offer a more consistent and accurate approach for a simplified energy analysis, particularly for users who have a limited understanding of photocontrol system modeling.



2.3.2. A Detailed Approach

In a more advanced energy or control system analysis, the complete electric lighting system can be specified, with luminaire photometric distributions provided through IES or LDT photometry files [18,19]. Control zones that are configured in accordance with daylight zones described in an energy code, or that align with the areas of the room that consistently register high levels of daylight (easily quantified using a metric such as daylight autonomy), can then be specified. Electric light contributions are then computed separately for the dimmed and non-dimmed zones, along with the daylight contribution, at each point. With these values, it is then possible to determine an appropriate dimming level for the electric lighting system at each daylight interval across the year.
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where [image: there is no content] is the total illuminance, [image: there is no content] is the target illuminance, [image: there is no content] is the daylight illuminance at the calculation point, [image: there is no content] is the dimming level required to maintain the target illuminance, [image: there is no content] is the illuminance contribution from the non-dimmed zone at the calculation point, and [image: there is no content] is the illuminance contribution from the dimmed zone at the calculation point.
This process can be evaluated at all points or applied to only one or more “critical points” [20] across the work plane. In applying this approach to a critical point, if the point receives more electric light than is required to meet the target illuminance at night, calibration of the photosensor may also result in energy savings at non-daylight conditions due to task-level tuning. Some tools may permit this energy to be separately quantified from that which results from daylight-integrated control alone. It is important when calibrating the lighting control system to only permit task-level tuning to occur if it will occur in the real space, and verify that no other task location requires a higher light output level at night than the output level specified by the critical point(s). An appropriate light loss factor should be included in the electric lighting system calculations when applying this approach.




2.4. Critical Point Determination


2.4.1. Automatic Assessment

Automatic critical point determination can be easily implemented in software. Given a grid of work plane analysis points for a specified task area across which a particular minimum target illuminance is desired, software can determine the lowest dimming level that meets this goal under any daylight condition. Using such an analysis, the point that governs the setting of the electric lighting system for a particular hour is referred to as the “critical point” for that daylight condition. If the critical point location is determined for each hour of the year and the number of hours at which each point is the critical point is then tallied, the points that most frequently serve as the critical point can be identified. Results from such a study generally show that the critical point is located in one or more consistent locations [21] as shown in Figure 1, which considers a 12.1 m × 10 m × 3.6 m (34 ft × 28 ft × 10 ft) classroom model (illustrated in Figure 2) that has the material properties described in Table 1. The three windows are each 2.8 m wide × 2.1 m high. In this south-facing space, the most common locations for the critical point alternate between positions along the east and west walls depending on the time of day, since the sun’s position and the resulting sky brightness surrounding the sun will affect which side of the room is brighter. When calibrating a photocontrolled lighting system in a real space, the work plane point at which an illuminance meter is placed for the purpose of establishing an appropriate dimming level for the calibration time daylight condition should be one of these critical points.

Figure 1. Plan view of a room showing a tally of the critical point locations across the year for a control zone that consists of two rows of luminaires with daylight entering through windows along the south wall. The top row of luminaires in this figure is not dimmed.



[image: Buildings 05 00449 g001 1024]





Figure 2. A 12.1 m × 10 m × 3.6 m classroom that is used for general modeling purposes throughout this paper. The classroom has three south-facing windows.
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Table 1. Material properties for the daylighted classroom model.


	Surface
	Reflectance (or Transmittance)





	Ceiling
	0.8



	Walls
	0.6



	Floor
	0.3



	Façade
	0.4



	Ground
	0.2



	Windows
	τ = 0.65



	Shade Fabric
	τ = 0.12 diffuse, ρ =50%












In assessing the energy savings potential and proper control system operation, the use of two critical points can provide a reasonable assessment of an optimum control condition. Basing the energy savings on only a single point can overestimate these savings in situations where the critical point moves from one side of the room to another, which is quite common. Considering the critical point to be located along the centerline of the room is not recommended since it will overestimate the energy savings due to the higher daylight levels in this area compared to points closer to the walls. For best results, the application of at least two critical points is recommended. An analysis where the critical point is permitted to float across all points in a space is another option. In the case of the room shown in Figure 1, 14 critical points would be applied and the target illuminance would be achieved at all points within the space at all hours of the year, with slightly higher energy consumption than would be obtained with fewer critical points.





2.4.2. Qualifying Points for a Critical Point Analysis

It may be prudent to exclude certain work plane positions from the critical point analysis. Points that are outside the critical task area where the major visual work in a space is performed, such as points in a circulation area adjacent to a wall in a classroom, are generally unimportant and can be excluded. Other points that can be excluded include those that have almost no contribution from the controlled lighting zone. In this case, a threshold value for the control zone illuminance at a point can be applied to exclude points from consideration as the critical point when they are well outside the controlled lighting zone. For example, points might be excluded when the contribution from the controlled lighting zone falls below 10% or 20% of the target illuminance.




2.5. Photosensor Signals and Control Algorithms

Since the real-world performance of a photocontrolled lighting system is largely dictated by the signal received by the photosensor, and the conversion of this signal to an appropriate dimming level using the available algorithm, these system features must be assessed in an attempt to replicate real-world performance. Past studies have shown that sensors with a significant view of a window, or of a patch of direct sunlight, could result in overdimming of the electric lighting system [22,23,24,25]. Both photosensor directional sensitivity and position/aiming affect the signal reading. These effects can be studied using modeling software. Once the signals related to the electric lighting zones and the daylight are known, the software can test how well the algorithm can be configured to adequately dim the controlled lighting zone. If the photosensor is located within a space, dimming of the controlled lighting zone is likely to affect the magnitude of the photosensor signal and it is a closed-loop device. In applying the control algorithm, the equilibrium condition must then be determined for which the dimming level produces a combined photosensor signal from all sources that, when passed through the algorithm, calls for that same dimming level.


2.5.1. Photosensor Modeling

The hourly signal from the photosensor can be simulated using daylight coefficients or matrices that are linked to an array of sky patches and/or sun locations with Perez sky luminance data. The photosensor’s spatial sensitivity, which is not currently available from most manufacturers, dictates the magnitude of the signal for different daylight and shading conditions, and along with the photosensor position is an essential input to any analysis.



2.5.2. Applying a Control Algorithm

Once the photosensor signals are obtained, a calibration condition is then selected to establish the best setting for the photosensor system’s control algorithm. Control algorithms can include standard algorithms such as linear proportional control or closed-loop constant setpoint control (sometimes referred to as integral reset). Some manufacturers apply non-linear control algorithms, in which case the algorithms signal to dimming level relationships must be entered into the software for it to compute the best possible control algorithm settings. Previous measurements of control algorithms have uncovered a variety of non-standard algorithms [26]. Investigations into the performance of these algorithms could identify those products that provide the most desirable control of the electric lighting system. At present, manufacturers do not generally provide photosensor algorithm information with which to conduct these studies, but as the use of these products becomes more widespread, and modeling such as discussed in this paper becomes commonplace in design practice, this information will be necessary.

Finally, keep in mind that the layout of the controlled lighting zone and the daylight distribution within a space will affect how a daylight-integrated lighting control system will perform. Connections to software that contains this information, such as Building Information Modeling (BIM) software that is used in the design process, as well as readily available performance data on complex fenestration systems (primarily shading devices), will provide additional input that improves the ability to quickly model real-world conditions and fine-tune these designs.





3. Assessing System Performance


3.1. Auto Calibration

The best location to place a photosensor, which is typically mounted on the ceiling for convenience, can be identified through the analysis of performance at multiple locations across this plane. Hourly signal calculations can be performed at these locations by separately computing the signal from each electric lighting zone as well as the hourly daylight conditions with anticipated shading device settings. A preferred calibration setting can then be selected to minimize the number of hours at which the system overdims the controlled lighting zone. The composite photosensor signals at each of the time intervals and the control algorithm setting determines the expected real-world photosensor dimming condition. To allow for a few outliers, a calibration setting should be selected that permits a small percentage of overdimming, such as 2% of the occupied hours. In determining this optimized calibration setting, overdimming might be considered to occur when illuminance values fall below 90% of the target value at any designated task location.



3.2. Root-Mean Square Error (RMSE)

Under the optimized dimming conditions, the root-mean square error (RMSE) of the difference in the illuminance delivered to the critical point relative to the target level can be determined for each of the possible photosensor locations. The RMSE values across the array of ceiling positions can then be used to select an appropriate location for the photosensor [27,28]. RMSE values below approximately 7% generally indicate good control system performance. If no ceiling positions show good performance, application of a different product may be necessary. Examples of RMSE values computed at positions across a ceiling for a direct and indirect lighting system are provided in Figure 3.

Figure 3. (a) Root-mean square error (RMSE) values across the ceiling for a relatively wide photosensor response function and indirect light; (b) RMSE values for a direct lighting system in the same space.
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Note that positions that receive a strong signal from the luminaire’s uplight in the indirect example have a negative slope and should be avoided; therefore, no RMSE is listed. Under these conditions, the photosensor signal drops as daylight increases and the electric lighting is dimmed. Although low RMSE values (corresponding to good control) are reported deep within a space, the magnitude of the daylight signal at these locations may be too low at these points to provide consistent and reliable control. A lower limit can be applied to the difference in the signals between the maximum and minimum light output conditions, which limits the slope from becoming too steep in a linear proportional control algorithm.

Figure 4 illustrates the application of such a limit on the plots of Figure 3. For certain applications, optimum control may require photosensors to operate outside their limits (see Figure 5), in which case RMSE values could be presented for the best possible setting (at a limit point) and/or the display could indicate that the data exceed the photosensor’s maximum signal or the algorithm’s range. Again, a complete performance analysis of an actual product requires photosensor sensitivity data as well as knowledge of the control algorithm settings that are possible, which manufacturers would need to supply.

Figure 4. RMSE values from Figure 3 with sensor locations eliminated where the optimum algorithm requires a dimming level to signal slope that is steeper than a designated limit value.
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Figure 5. A linear proportional control algorithm may have limits on its available settings.
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Higher RMSE values generally mean less accurate control. Because the preferred calibration settings limit overdimming, large RMSE values indicate light output levels that are higher than optimum. This results in lower energy savings when compared to optimal control.





3.3. Scatter Plots

A dimming level versus signal scatter plot with the control algorithm overlaid across these points can provide a simple graphical representation of performance, as systems with higher RMSE values will have more scattered data, rather than data with a strong linear fit (see Figure 6). The wide scatter of points in this figure and the negative slope associated with some daylight conditions indicate unfavorable performance conditions for this photosensor. The negative slope for points on the lower left indicates that the electric signal for these daylight conditions exceeds the daylight signal for the same illuminance at the critical point.

Figure 6. A scatter plot showing the optimum dimming level and the associated signal that would be received at a photosensor with a given spatial sensitivity and mounting position. The color of the dot represents the shading condition at that particular hour.
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One feature that is helpful while viewing scatter plots, such as the one in Figure 6, is the ability to pinpoint the daylight conditions that are associated with any outliers. These may occur when a photosensor views a patch of sunlight, which may result from a shade setting that does not block the direct sunbeam completely. With the ability to pinpoint these times, perhaps by hovering the mouse over one of these points on the scatter plot, a user can determine the time at which the problem occurs and investigate the cause. A similar feature could be useful in identifying daylight conditions that lie close to the optimum dimming algorithm line, which are excellent candidates for system calibration in the field. Similarly, this feature could be used to determine those points that are well off the optimum calibration line and should be avoided for system calibration. With this information, it may be possible for a specifier or manufacturer to indicate the sky conditions and/or shade settings that should be applied (or avoided) when calibrating the photosensor system’s control algorithm.





3.4. Time Plots

Time plots that compare the dimming level provided by a lighting control system, with a particular calibration setting, to the optimum based on a critical point analysis can also be useful in assessing system performance (see Figure 7). A close match between the optimum and simulated performance indicates that the system is able to closely track the daylight levels at the critical points.

Figure 7. Comparison of hourly dimming levels for a control zone under photosensor control (red) with a calibrated control algorithm that limits overdimming at the critical work plane analysis points to 2% of the occupied hours (green shaded area).
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3.5. Work Plane Illuminance

Another technique for assessing the resulting performance for a photocontrol system calibration condition is to assess the resulting work plane illuminance across the year by analyzing the fraction of the time that work plane illuminance falls below a specified minimum value. This analysis is effective for analyzing calibration settings that relate to specific sky and/or daylight conditions. An example of an annual work plane illuminance summary plot is provided in Figure 8. One word of caution with this analysis approach is that some points in a space may fall below the target illuminance in the absence of daylight due to insufficient electric lighting levels.

Figure 8. A graph of the fraction of occupied hours that illuminance falls below 450 lux when the system is calibrated to deliver 500 lux at the critical point shows almost no deficiency over the primary work area.
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In a similar manner, the fraction of hours during which the illuminance exceeds a particularly high value can be used to assess the performance of operable shading devices, and may suggest that a change or adjustment to the shading algorithm is warranted. Note that the fraction of hours when illuminance exceeds a set value at a point is simply the daylight autonomy for that illuminance value. If the daylight autonomy is subtracted from one, the resulting value is the fraction of time that a point lies below a designated illuminance value.





3.6. Sunlight Penetration

Another analysis that can be applied to evaluate shade settings is the frequency of sunlight penetration with shade operation. If the shade settings still permit direct sunlight to enter a space for a significant number of hours, then an alternate shading algorithm setting may be required. Direct sunlight penetration could apply the criteria used in IES LM-83 [14], which is a direct contribution of 1000 lux from the solar disk alone.



3.7. Coordinated Graphics

Interactive data display techniques can be very helpful when analyzing daylight conditions that occur across the year, allowing for a thorough yet simple investigation of both daylight delivery and control system output. One such option is presented in Figure 9, where the upper graph provides a plan view displaying the room’s illuminance distribution, while the lower graph illustrates the illuminance value across the year at one of the room’s analysis points. Clicking the mouse at a point on the upper graph identifies a point of interest whose illuminance is then displayed on the lower graph across all hours of the year. The times in the lower plot that are red indicate direct sunlight penetration onto the point. Coordinated graphs such as these can also operate in reverse, where clicking on any hour in the lower graph changes the display on the upper graph to that hour and day of the year. The ability to zoom into a portion of the data on the lower graph can aid both the analysis and selection of a time of interest.

Figure 9. Pseudocolor display of work plane illuminance (upper) with an annual plot of the illuminance at a single point within this space (lower).
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The lower graph in Figure 9 can also be configured to display any hourly output value. Figure 10 illustrates 365 days × 24 h output of the shading conditions that are applied to a particular window group. The two colors represent different shade settings, while the hours with no color (black) signify that the windows shades/blinds are up. This graph, in combination with a simultaneous display of the work plane area that receives sunlight penetration, critical point illuminance, or optimum dimming level, can be used to assess whether or not shade devices are being operated at or near optimum conditions. Another useful comparison could place energy savings on one annual plot and blind settings on another. This would permit the user to assess whether significant energy savings are possible when the shading system is activated.

Figure 10. An annual plot (365 days × 24 h) of the shade conditions created on a particular window group based on a selected shade control algorithm. The shades are controlled to two different settings (indicated by the colors) in addition to open (the black area on this figure).
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4. Conclusions

The analysis techniques and concepts displayed in this paper are intended to introduce the reader to a range of different approaches that can be used to assess and compare the performance of photocontrolled electric lighting systems, with the goal of delivering a more optimized design. With the implementation of these approaches, product selection, system layout, and design can be based on data from simulations that model the photosensor-based control system as it is expected to perform in the field. Characteristics that are modeled include the surrounding environment (interior and exterior), the daylight aperture conditions (including shading device operation), a photosensor’s directional response and control algorithm, and the layout of the electric lighting system and control zone.

With the future increase in the application of these systems that is certain to occur, tools that assist in the layout of these systems by assessing product performance in a manner that replicates how the system is expected to perform in a real installation are needed. Packaged software solutions, which minimize the time and effort required to perform these analyses, are likely to have the greatest market penetration and impact. The application of these tools will require lighting control system manufacturers to provide more detailed performance data on their products. This can easily be accomplished through the application of a standard format file, similar to that which is used for luminaires, except that it would include spatial sensitivity data, limits on the operating signal range, and a complete description of the algorithm that is used to convert a photosensor signal to a lighting control condition. This will provide designers with the ability to identify those products that provide the best overall performance for the space conditions being considered and fine-tune their designs. The net effect should be improved system performance, greater occupant acceptance, and higher levels of energy savings.
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